W35.01 North elevation - Remove vegetation by hand
as clause C41/132

W35.01 Wall head - Remove rooted growth to wall

head as clause C41/130

wall head as

W35.03 North elevation

Remove rooted growth to

k.

WIAE A4 Noab Siesiiag W35.02 - East elevation - Area of undermirad wiallin~ WA2R NR . Fact alavatinn - | Inetahla wall tn ha diemantlad

winll mmntinn da ke

W35.01 Nowth ~lmrmbinn 1 lnatahin .
dismantled ,‘

\

Established tree growth Fencing to perim

to be remove by others
Roots on wallhead to be
treated as C41/130 and
instable wallto be dismantled
and rebuilt as C41/1221 and
C41/125

Existing timber fence

to be removed and new
fencing installed as

1 Q40/100

700

L]
. 11500

gates to site as
clause Q40/110

structure as clause Q40/100

1800mm wide entrance '

W35.01
Extent of gravel on - B
Geotextile membran \ u°’. WATER WHEEL HOUSING ™ W35.02
as clause C90/170 “;” ;
) W35.03 \
- \ |

o | 4 s

eter of TURBINE AND
PUMP HOUSE

esignated area for

[” Designated area f
storage of baskets

/ \ containing salvaged

=

NOTIONAL
NORTH

‘ shaded in section to be consolidated £ j consolidation as clause C41/830

Lime leeching

Vegetation

B

Upstanding
threaded bar . :
Sragpo Large established tree
900 | e with root to wall head !
== Tree to be removed by others
. stump and roots to be removed !
f(;:gst—nron as clause C41/127
ixing
L___Wall heads to entire building to
%? [ be consolidated as clause C41/828
Recess
Remove vegetatio 2850
as C4¥/1\?,>2g I - ‘Y e o .Rebed all loose masonry,
‘r to wall head as
3730\, 1 clause C41/820
e E Floor plan SCALE 1:200
Undermined wall section L 1250
to be repaired as clause ) Y
C41/129 Floor Plan ‘ .
{2000 '
A
Section AA N Open joints
Large established tree , N
with root to wall head \ Cire_flglly d|§manftle andbl Remove heavy vegetation
Tree to be removed by others :ﬁa:énns/eacélggﬁsz:sm e growth as C41/127
ztsug?guigdcrﬁ /1152&; be removed C41/121 and C41/125 Carefully dismantle and
2200 rebuild section of unstable
masonry as clauses
_____ C41/121 and C41/125
Cast-iron pipe to be retained
Tree root
growth treated Cast-iron fixing to
-9~ and removed as remain undisturbed
clause C41/130
Unstable walling
1500 ¥ to be dismantled to
Remove heavy moss elxtent s(l;nfﬁ?;s
clause
Unstable wall to be dismantled ~ 90Wih to ledge and rebuilt as
as clause C41/121 and rebuilt clause C41/125
as C41/125
W35.04 - West elevation Dislodged 1800
stone to be removed to basket =
U storage as clause C41/121
Remove vegetation D
as C41/132 Section CC Location
l D Section BB .
UQ KEY: [/z57] Wall Section - Heads of all walls V Exposed wall core - Areas of rough raked
2] as clause C41/828
Brick header
soldier course LJ DC—D - Existing ground levels
to remain
unsidturbed - Cementitious pointing

Fallen masonry - To be retained, stored| Ground works - Areas to receive gravel
and re-built as clause C41/121 on geotextile membrane as clause

(—:JQ Heavily corroded, recessed axial

bar set into metal housing with
metal lintel.

W35.02 - East elevation

Gravel on geotextile matting
as clause C90/170

clause C41/130

Remove vegetation
by hand as clause
C41/132

Repair undermined
walling as clause
C41/129

W35.03 North elevation - Peak of adjoining building W35.02 East elevation

C90/170
MOST RECENT UPDATE - 29/05/2016 . .
updated by ANC Alastair Coey Architects
checked by ***
4 HISTORIC BUILDINGS SPECIALISTS

Belmont Gate Lodge, 96 Sydenham Avenue, Belfast BT4 2DT, Northern Ireland
Tel: (028) 9087 2400 Fax: (028) 9087 2401 E-mail: info @alastaircoeyarchitects.com

Project

HERITAGE LOTTERY FUNDED SCHEME at
OLD GUNPOWDER WORKS, GLYN NEATH for
BRECON BEACONS NATIONAL PARK AUTHORITY

Project Reference

BUILDING NO. 2 NPAO3
WATER WHEEL HOUSING (Nobel no. 35) {754
and TURBINE AND PUMP HOUSE

(Nobel no. 35A) (Drawing 1 of 2)

Scale NTS Date drawn MAY 2016 Drawn by: AMC Checked by: PER

W35.01 North elevation W35.03 South elevation




